EMERGENCY CONTROL WITH REMOTE OVERRIDE
Multiple ELCU Units connected to a centralized remote

NOTE:
Remove Jumper Wire

Remote Inputs
(Normally Closed Inputs in Series)
- Test Switch (EMTS-100)
- Fire Alarm Input
- Security Input
- Other

NOTE:
ELCU's Internal Emergency Relay is rated for 10A

NOTE:
Similar Normal & Emergency Power as above not shown for clarity.

NOTE:
- Test Switches on face of individual ELCU units operate only individual units.
- Remote Inputs (Fire, Alarm, Test, etc...) operate ALL ELCU units wired in parallel.

Emergency Line
Emergency Neutral

To Any Other ELCU Units. Maintain Polarity of the 2 wires to each unit.

Watt Stopper/Legrand
800-879-8585

Title
ELCU Remote Override

Scale None
Drawing# 61-501
Date 11/15/07
Rev. 2