
ACHIEVING CODE COMPLIANCE WITH WATTSTOPPER PRODUCTS

IECC (2021)
COMMERCIAL SPACES DESIGN GUIDE



The Choice is Yours
Commercial energy codes are the foundation for a 
lighting control design specification. Every three 
years, the IECC energy code changes and while 
states and municipalities decide when to 
implement the changes, eventually the changes 
will become the new minimum compliance for 
design. Legrand® is an expert in Code Compliant 
Education and Training. The Wattstopper® product 
line leads the way in simple, flexible, and scalable 
code compliant, energy efficient lighting controls 
solutions.

Code compliance is often seen as a hindrance to 
business with added cost and changes in on-hand 

inventory needs. The code compliance team at 
Legrand see changes in code compliance as an 
opportunity for innovations and improved energy 
efficiency. The Wattstopper IECC (2021) 
Commercial Spaces by Code Design Guide 
provides designers and contractors with tools and 
design recommendations for common commercial 
spaces. Working together as partners, we can 
educate and simplify code compliant solutions for 
distribution and designers.
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Download Legrand’s Code Compliance Tools & Resources
https://legrand.us/solutions/energy-code

Wired Digital Lighting Management (DLM)

Our DLM system provides the greatest in lighting 
control flexibility and easy commissioning. Use it to 
control individual rooms or entire facilities.

Wireless Digital Lighting Management

Easy to install and commission, our wireless DLM 
system provide the same flexibility and scalability, 
without the complexity of wires. 

Commercial Spaces by Code: 2021 IECC Compliant
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BILL OF MATERIALS

PART NO. QTY DESCRIPTION 

LMRC-102 1 2-Relay Room Controller

LMDW-102 1 2-Button Dual Tech Wall
Switch Occupancy Sensor

WRC-TX-LM 1 Plug Load RF Transmitter

WRC-20-1 4 Plug Load Half Controlled 
Receptacle

LMRJ A/R Pre-Terminated Cable

CODE REQUIREMENTS

C405.2.1 Occupancy Sensor Control

C405.2.1.1 Manual On / Partial Auto On

C405.2.4.2 Daylight Responsive Control

C405.2.6 Manual Control

C405.11 Auto Receptacle Control

•	 Time scheduling, demand response and remote programming/diagnostic 
functions are enabled with installation of the LMBC-300 Network Bridge 
or LMBC-650 Wireless Bridge for system connectivity. 

•	 Automatic receptacle control can be designed using either an RF 
transmitter with receptacle RF receivers, or hardwired receptacles using 
an LMPL-101 Plug Load Room Controller.

•	 To integrate occupancy detection control with the HVAC System, use a 
LMRL-100 Isolated Relay Interface.

1.	 Lighting (a) auto On to 50% and controlled receptacles auto On when 
occupancy detected.

2.	Manual On/Off and bi-level 50% control of general lighting (a, b) with wall 
switch occupancy sensor.

3.	Auto off all lighting and controlled receptacles within 20 minutes of 
occupants leaving.

SEQUENCE OF OPERATIONS

 DESIGN CONSIDERATIONS

On/Off Switching with Wired DLM product
SMALL PRIVATE OFFICE

Wired

Wireless

LIGHTING BRANCH CIRCUIT
(UNSWITCHED HOT LEG)

TYPICAL-ALL RECEPTACLES IN THE ROOM ARE TO 
BE #WRC-20-1 FOR HALF CONTROLLED BY THE RF 
TRANSMITTER. NO ADDITIONAL WIRING TO THE 
RECEPTACLES IS NECESSARY.

SDW2
LM

aa

bb
a,ba,b

SMALL PRIVATE
OFFICE

https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/load-controllers/dlm-single-relay-room-controller-on-off-120-277v/p/lmrc-102?text=lmrc-102
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/occupancy-and-vacancy-sensors/dlm-dual-tech-2-button-wall-mount-sensor-w-ir/p/lmdw-102-w
https://www.legrand.us/lighting-controls-and-systems/power-packs-and-load-controllers/plug-load-controllers/dlm-plug-load-rf-transmitter/p/wrc-tx-lm?text=wrc-tx-lm
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/load-controllers/half-controlled-20-amp-receptacle-white/p/wrc-20-1-w
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/cables/rj45-cables-6-in-to-100-ft-plenum-and-non-plenum-rated-green/p/lmrj-p50


aa

bb
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BILL OF MATERIALS

PART NO. QTY DESCRIPTION 

LMRC-611MCC 1
Wireless 1-Relay Room 
Controller, 0-10V Dimming 
Metering, Contact Closure 

LMPX-600 1 Wireless PIR Corner/Wall 
Occupancy Sensor, Wide Lens

LMDM-601 1 Wireless 1-Button Dimming 
Switch

CODE REQUIREMENTS

C405.2.1 Occupancy Sensor Control

C405.2.1.1 Manual On / Partial Auto On

C405.2.6 Manual Control

C405.11 Auto Receptacle Control

Dimming with Wireless DLM Product
SMALL PRIVATE OFFICE

Wired

Wireless

•	 Time scheduling and remote programming functions are enabled by 
connectivity through using a LMBR-650 Border Router.

•	 To integrate occupancy detection control with the HVAC system, use 
contact outputs on the LMRC-611MCC.

•	 Automatic receptacle control can be designed using either an RF 
transmitter with receptacle RF receivers, or hardwired receptacles using 
the LMPL-611-20M Plug Load Room Controller.

•	 System Configuration Tools:
	- Standalone rooms use the configuration application (Apple or Android)
	- Networked rooms (with the LMBR-650) can be configured using 

LMCS-100.

1.	 Lighting auto On to 50% lighting power and controlled receptacles auto 
On when occupancy detected.

2.	Manual On/Off/Dim and reduction control of lighting with wall switch 
occupancy sensor.

3.	Auto Off all lighting and controlled receptacles within 20 minutes of 
occupants leaving.

SEQUENCE OF OPERATIONS

 DESIGN CONSIDERATIONS

TYPICAL-ALL RECEPTACLES IN THE ROOM ARE TO BE CONNECTED 
TO AN UNSWITCHED HOT AND A SWITCHED HOT FOR RECEPTACLE 
SPLIT-CIRCUIT WIRING. PROVIDE A PERMANENT AND DURABLE 
MARKING FOR THE CONTROLLED RECEPTACLE AS REQUIRED BY 
NFPA 70 SECTION 406.3(E).

RECEPTACLE BRANCH CIRCUIT
(HOT LEG)

LIGHTING BRANCH CIRCUIT
(UNSWITCHED HOT LEG)

SMALL PRIVATE
OFFICE

https://www.legrand.us/lighting-controls-and-systems/power-packs-and-load-controllers/room-controllers/dlm-wireless-room-controller-1-relay-10a-metering-and-contact-closure/p/lmrc-611mcc
https://www.legrand.us/lighting-controls-and-systems/occupancy-and-vacancy-sensors/ceiling-wall-mount-occupancy-sensors/dlm-wireless-pir-corner-mount-occupancy-sensor-wide-angle-lens/p/lmpx-600
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/personal-controls/dlm-wireless-1-button-dimming-wall-switch-white/p/lmdm-601-w
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BILL OF MATERIALS

PART NO. QTY DESCRIPTION 

LMRC-111 1 1-Relay Room Controller, 0-10V 
Dimming

LMDX-100 1 Corner Mount Dual Tech 
Occupancy Sensor

LMDM-101 1 1-Button Dimming Wall Switch

LMLS-400 1 Photosensor, Closed Loop

LMPL-101 1 Plug Load Room Controller

LMRJ A/R Pre-Terminated Cable

CODE REQUIREMENTS

C405.2.1 Occupancy Sensor Control

C405.2.1.1 Manual On / Partial Auto On

C405.2.4.2 Daylight Responsive Control

C405.2.6 Manual Control

C405.11 Auto Receptacle Control

•	 Time scheduling, demand response and remote programming/diagnostic 
functions are enabled with installation of the LMBC-300 Network Bridge 
or LMBC-650 Wireless Bridge for system connectivity. 

•	 Automatic receptacle control can be designed using either an RF 
transmitter with receptacle RF receivers, or hardwired receptacles using 
an LMPL-101 Plug Load Room Controller.

•	 To integrate occupancy detection control with the HVAC System, use a 
LMRL-100 Isolated Relay Interface.

1.	 Lighting auto On to 50% and controlled receptacles auto On when 
occupancy detected.

2.	Manual On/Off/Dim lighting with dimmer switch.

3.	Lighting in primary daylight zone will continuously dim based on daylight 
contribution to maintain at least 35FC at task level.

4.	Auto off all lighting and controlled receptacles within 20 minutes of 
occupants leaving.

SEQUENCE OF OPERATIONS

DESIGN CONSIDERATIONS

Dimming with Wired DLM Product
LARGE PRIVATE OFFICE

SIDELIGHT PRIMARY
DAYLIGHTING ZONE

Wired

Wireless

LARGE PRIVATE
OFFICE

TYPICAL-ALL RECEPTACLES IN THE ROOM ARE TO BE 
CONNECTED TO AN UNSWITCHED HOT AND A SWITCHED 
HOT FOR RECEPTACLE SPLIT-CIRCUIT WIRING. PROVIDE 
A PERMANENT AND DURABLE MARKING FOR THE 
CONTROLLED RECEPTACLE AS REQUIRED BY NFPA 70 
SECTION 406.3(E).

LIGHTING BRANCH CIRCUIT
(UNSWITCHED HOT LEG)

RECEPTACLE BRANCH CIRCUIT
(HOT LEG)

https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/load-controllers/dlm-room-controller-1-2-relay-ko-0-10v-10a/p/lmrc-111?text=LMRC-111
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/occupancy-and-vacancy-sensors/dlm-dual-tech-corner-mount-sensor/p/lmdx-100?text=LMDX-100
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/personal-controls/dlm-dimming-wall-switch-1-paddle-w-ir-white/p/lmdm-101-w
https://www.legrand.us/lighting-controls-and-systems/daylight-sensors/indoor-photosensors/dlm-photosensor-closed-loop-single-zone/p/lmls-400?text=LMLS-400
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/load-controllers/dlm-plug-load-controller-20a-120v-60hz-on-off/p/lmpl-101?text=LMPL-101
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/cables/rj45-cables-6-in-to-100-ft-plenum-and-non-plenum-rated-green/p/lmrj-p50
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BILL OF MATERIALS

PART NO. QTY DESCRIPTION 

LMRC-611MCC 1
Wireless 1-Relay Room 
Controller, 0-10V Dimming 
Metering, Contact Closure 

LMPX-600 1 Wireless PIR Corner/Wall 
Occupancy Sensor, Wide Lens

LMDM-601 1 Wireless 1-Button Dimming 
Switch

LMDL-600 1 Wireless Photosensor, Open 
Loop

LMPL-611-20M 1 Wireless 1 Relay Plug Load 
Controller, Metering

OPTIONAL

LMPC-600-RPM Recessed Plenum Mounting Kit

CODE REQUIREMENTS

C405.2.1 Occupancy Sensor Control

C405.2.1.1 Manual On / Partial Auto On

C405.2.4 Daylight Responsive Control

C405.2.6 Manual Control

C405.11 Auto Receptacle Control

Dimming with Wireless DLM Product
LARGE PRIVATE OFFICE

Wired

Wireless

•	 Time scheduling and remote programming functions are enabled by 
connectivity through using a LMBR-650 Border Router.

•	 To integrate occupancy detection control with the HVAC system, use 
contact outputs on the LMRC-611MCC. 

•	 Automatic receptacle control can be designed using either an RF 
transmitter with receptacle RF receivers, or hardwired receptacles using 
the LMPL-611-20M Plug Load Room Controller

•	 System Configuration Tools:
	- Standalone rooms use the configuration application (Apple or Android)
	- Networked rooms (with the LMBR-650) can be configured using 

LMCS-100.

1.	 Lighting auto On to 50% lighting power and controlled receptacles auto 
On when occupancy detected.

2.	Manual On/Off/Dim lighting with dimmer switch.

3.	Lighting in primary daylight zone will continuously dim based on daylight 
contribution to maintain at least 35FC at task level.

4.	Auto Off all lighting and controlled receptacles within 20 minutes of 
occupants leaving.

SEQUENCE OF OPERATIONS

DESIGN CONSIDERATIONS

SIDELIGHT PRIMARY
DAYLIGHTING ZONE

LARGE PRIVATE
OFFICE

AUTOMATIC DAYLIGHT RESPONSIVE CONTROLS 
REQUIRED WHERE GENERAL LIGHTING POWER IN 
THE SIDELIGHT AREA IS GREATER THAN 150W IN A 
PRIMARY ZONE OR 300W COMBINED IN A PRIMARY AND 
SECONDARY DAYLIGHT ZONE. 

TYPICAL -ALL RECEPTACLES IN THE ROOM ARE 
TO BE CONNECTED TO AN UNSWITCHED HOT 
AND SWITCHED HOT FOR RECEPTACLE SPLIT-
CIRCUIT WIRING. PROVIDE A PERMANENT AND 
DURABLE MARKING FOR THE CONTROLLED 
RECEPTACLES AS REQUIRED BY NFPA 70 
SECTION 406.3(E). 

LIGHTING BRANCH CIRCUIT
(UNSWITCHED HOT LEG)

RECEPTACLE BRANCH CIRCUIT
(HOT LEG)

https://www.legrand.us/lighting-controls-and-systems/power-packs-and-load-controllers/room-controllers/dlm-wireless-room-controller-1-relay-10a-metering-and-contact-closure/p/lmrc-611mcc
https://www.legrand.us/lighting-controls-and-systems/occupancy-and-vacancy-sensors/ceiling-wall-mount-occupancy-sensors/dlm-wireless-pir-corner-mount-occupancy-sensor-wide-angle-lens/p/lmpx-600
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/personal-controls/dlm-wireless-1-button-dimming-wall-switch-white/p/lmdm-601-w
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/daylight-sensors/dlm-wireless-open-loop-photosensor-single-or-multi-zone/p/lmdl-600
https://www.legrand.us/lighting-controls-and-systems/power-packs-and-load-controllers/plug-load-controllers/dlm-wireless-plug-load-20a-metered/p/lmpl-611-20m
https://www.legrand.ca/lighting-controls-and-systems/digital-lighting-management/interfaces-and-accessories/recessed-plenum-mounting-kit-for-lmpc-600/p/lmpc-600-rpm
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BILL OF MATERIALS

PART NO. QTY DESCRIPTION 

LMRC-213 3 3-Relay Room Controller, 0-10V 
Dimming

LMDC-100 6 Ceiling Mount Dual Tech 
Occupancy Sensor

LMDM-101 1 1-Button Dimming Wall Switch

LMLS-500 1 Photosensor, Open Loop

LMPL-101 3 Plug Load Room Controller

ELCU-200 2 UL924 Emergency Control Unit

LMRJ A/R Pre-Terminated Cable

CODE REQUIREMENTS

C405.2.1 Occupancy Sensor Control

C405.2.1.1 Manual On / Partial Auto On

C405.2.4.2 Daylight Responsive Control

C405.2.6 Manual Control

C405.11 Auto Receptacle Control

•	 Time scheduling, demand response and remote programming/diagnostic 
functions are enabled with installation of the LMBC-300 Network Bridge 
or LMBC-650 Wireless Bridge for system connectivity. 

•	 To integrate occupancy detection control with the HVAC System, use a 
LMRL-100 Isolated Relay Interface.

1.	 General lighting in each ≤600 ft2 zone (a, b, c) auto On to last set light 
level when occupancy detected in each independent light zone. Controlled 
receptacles all auto On when occupancy detected in any lighting zone.

2.	Manual On/Off/Dim and light reduction control of general lighting for all 
zones (a, b, c) in unison with dimmer switch.

3.	Lighting in daylight area (adz1, bdz1, cdz1, adz2, bdz2, cdz2) will 
continuously dim based on daylight contribution to maintain at least 35FC 
at task level

4.	Auto Off all lighting in an individual zone within 20 minutes of occupants 
leaving individual zone. Auto Off controlled receptacles 20 minutes after 
occupants leave all lighting zones.

5.	Emergency lighting transfers to emergency power source and full On with 
loss of normal power.

SEQUENCE OF OPERATIONS

DESIGN CONSIDERATIONS

Dimming with Wired DLM Product

Wired

Wireless

SIDELIGHT PRIMARY
DAYLIGHTING ZONE

SIDELIGHT  SECONDARY
DAYLIGHTING ZONE

OPEN OFFICE

adz1adz1 adz1adz1 bdz1bdz1 bdz1bdz1 bdz1bdz1 cdz1cdz1 cdz1cdz1 cdz1cdz1

adz2adz2

aa aa

aa eaea

bb bb bb

bb bb bb

cc cc cc

cc ecec

ecec

eaea

cc

adz2adz2 bdz2bdz2 bdz2bdz2 bdz2bdz2 cdz2cdz2 cdz2cdz2 cdz2 cdz2 

a,b,ca,b,c adz1,bdc1,cdc1adz1,bdc1,cdc1

adz2,bdc2,cdc2adz2,bdc2,cdc2

TYPICAL CONTROL FOR WORKSTATIONS - AUTOMATIC RECEPTACLE CONTROL 
FOR 50% OF THE RECEPTACLES IN EACH WORKSTATION BY FEEDING CIRCUIT 
THROUGH PLUG LOAD CONTROLLER. PERMANENTLY MARK CONTROLLED 
RECEPTACLES IN ACCORDANCE WITH NFPA 79 406.3(E).

EMERGENCY POWER CONTROL UNIT IS REQUIRED 
WHEN AN ALTERNATIVE POWER SOURCE, SUCH AS 
EMERGENCY GENERATOR OR INVERTER IS POWER 
SOURCE TO EMERGENCY LIGHTING FIXTURES.

OPEN
OFFICE

https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/load-controllers/dlm-room-controller-1-relay-0-10v-dimming/p/lmrc-213?text=LMRC-213
https://www.legrand.us/lighting-controls-and-systems/occupancy-and-vacancy-sensors/ceiling-wall-mount-occupancy-sensors/dlm-dual-tech-ceiling-mount-sensor/p/lmdc-100?text=LMDC-100
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/personal-controls/dlm-dimming-wall-switch-1-paddle-w-ir-white/p/lmdm-101-w
https://www.legrand.us/lighting-controls-and-systems/daylight-sensors/indoor-photosensors/dlm-open-loop-multi-zone-dimming-or-on-off-photosensor/p/lmls-500?text=LMLS-500
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/load-controllers/dlm-plug-load-controller-20a-120v-60hz-on-off/p/lmpl-101?text=LMPL-101
https://www.legrand.us/lighting-controls-and-systems/power-packs-and-load-controllers/emergency-lighting-control-units/emergency-lighting-control-unit-for-ko-mounting/p/elcu-200?text=ELCU-200
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/cables/rj45-cables-6-in-to-100-ft-plenum-and-non-plenum-rated-green/p/lmrj-p50
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BILL OF MATERIALS

PART NO. QTY DESCRIPTION 

LMRC-611MCC 9
Wireless 1-Relay Room 
Controller, 0-10V Dimming 
Metering, Contact Closure 

LMPC-600 6
Wireless PIR Ceiling 
Occupancy Sensor, Extended 
Lens

LMDM-601 1 Wireless 1-Button Dimming 
Switch

LMDL-600 1 Wireless Photosensor, Open 
Loop

LMPL-611-20M 3 Wireless 1 Relay Plug Load 
Controller, Metering

ELCU-200 2 UL924 Emergency Control Unit

OPTIONAL

LMPC-600-RPM Recessed Plenum Mounting Kit

LMDL-600-RPM Recessed Plenum Mounting Kit

CODE REQUIREMENTS

C405.2.1 Occupancy Sensor Control

C405.2.1.3 Occupancy Sensor Control Open 
Office

C405.2.4 Daylight Responsive Control

C405.2.6 Manual Control

C405.11 Auto Receptacle Control

Dimming with Wireless DLM Product
OPEN OFFICE

Wired

Wireless

•	 Time scheduling and remote programming functions are enabled by 
connectivity through using a LMBR-650 Border Router.

•	 To integrate occupancy detection control with the HVAC system, use 
contact outputs on the LMRC-611MCC. 

•	 System Configuration Tools:
	- Standalone rooms use the configuration application (Apple or Android)
	- Networked rooms (with the LMBR-650) can be configured using 

LMCS-100.

1.	 General lighting in only the ≤600 ft2 zone (a, b, c) auto On to last set light 
level when occupancy detected in each independent light zone. Controlled 
receptacles auto On when occupancy detected in each lighting zone.

2.	Manual On/Off/Dim and light reduction control of general lighting for all 
zones (a, b, c) in unison with dimmer switch.

3.	Lighting in daylight area (adz1, bdz1, cdz1, adz2, bdz2, cdz2) will 
continuously dim based on daylight contribution to maintain at least 35FC 
at task level

4.	Auto Off all lighting and controlled receptacles in the lighting zone within 
20 minutes of occupants leaving each individual zone.

5.	Emergency lighting transfers to emergency power source and full On with 
loss of normal power.

SEQUENCE OF OPERATIONS

DESIGN CONSIDERATIONS

adz1adz1 adz1adz1 bdz1bdz1 bdz1bdz1 bdz1bdz1 cdz1cdz1 cdz1cdz1 cdz1cdz1

adz2adz2

aa aa

aa eaea

bb bb bb

bb bb bb

cc cc cc

cc ecec
eaea

cc

adz2adz2 bdz2bdz2 bdz2bdz2 bdz2bdz2 cdz2cdz2 cdz2cdz2 cdz2 cdz2 

ecec

adz1adz1

adz2adz2

aa

bdz1bdz1

bdz2bdz2

bb

cdz1cdz1

cdz2cdz2

cc

TYPICAL CONTROL FOR WORKSTATIONS -AUTOMATIC RECEPTACLE CONTROL 
FOR 50% OF THE RECEPTACLES IN EACH WORKSTATION BY FEEDING CIRCUIT 
THROUGH PLUG LOAD CONTROLLER. PERMANENTLY MARK CONTROLLED 
RECEPTACLES IN ACCORDANCE WITH NFPA 79 406.3(E). 

TYPICAL LIGHTING BRANCH CIRCUIT
(UNSWITCHED HOT LEG)

EMERGENCY POWER CONTROL UNIT IS REQUIRED 
WHEN AN ALTERNATIVE POWER SOURCE, SUCH AS 
EMERGENCY GENERATOR OR INVERTER IS POWER 
SOURCE TO EMERGENCY LIGHTING FIXTURES.

OPEN
OFFICE

SIDELIGHT PRIMARY
DAYLIGHTING ZONE

SIDELIGHT  SECONDARY
DAYLIGHTING ZONE

https://www.legrand.us/lighting-controls-and-systems/power-packs-and-load-controllers/room-controllers/dlm-wireless-room-controller-1-relay-10a-metering-and-contact-closure/p/lmrc-611mcc
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/interfaces-and-accessories/dlm-wireless-pir-ceiling-mount-occupancy-sensor-w-extended-range-lens/p/lmpc-600
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/personal-controls/dlm-wireless-1-button-dimming-wall-switch-white/p/lmdm-601-w
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/daylight-sensors/dlm-wireless-open-loop-photosensor-single-or-multi-zone/p/lmdl-600
https://www.legrand.us/lighting-controls-and-systems/power-packs-and-load-controllers/plug-load-controllers/dlm-wireless-plug-load-20a-metered/p/lmpl-611-20m
https://www.legrand.us/lighting-controls-and-systems/power-packs-and-load-controllers/emergency-lighting-control-units/emergency-lighting-control-unit-for-ko-mounting/p/elcu-200
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/interfaces-and-accessories/recessed-plenum-mounting-kit-for-lmpc-600/p/lmpc-600-rpm?text=lmpc-600-rpm
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/daylight-sensors/dlm-plenum-recessed-mounting-kit-for-lmdl-600/p/lmdl-600-rpm
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BILL OF MATERIALS

PART NO. QTY DESCRIPTION 

LMRC-213 1 3-Relay Room Controller, 0-10V 
Dimming

LMDC-100 1 Ceiling Mount Dual Tech 
Occupancy Sensor

LMSW-105 1 5-Button Scene Switch

LMPL-101 1 Plug Load Room Controller

LMRJ A/R Pre-Terminated Cable

CODE REQUIREMENTS

C405.2.1 Occupancy Sensor Control

C405.2.1.1 Manual On / Partial Auto On

C405.2.4.2 Daylight Responsive Control

C405.2.5 Specific Application Control

C405.2.6 Manual Control

C405.11 Auto Receptacle Control

Dimming with Wired DLM Product
SMALL CONFERENCE ROOM

•	 Time scheduling, demand response and remote programming/diagnostic 
functions are enabled with installation of the LMBC-300 Network Bridge 
or LMBC-650 Wireless Bridge for system connectivity. 

•	 Automatic receptacle control can be designed using either an RF 
transmitter with receptacle RF receivers, or hardwired receptacles using 
an LMPL-101 Plug Load Room Controller.

•	 To integrate occupancy detection control with the HVAC System, use a 
LMRL-100 Isolated Relay Interface.

1.	 General lighting (a) auto On to 50% and controlled receptacles auto On 
when occupancy detected. 

2.	Manual On/Off/Dim control of general lighting (a) and down lighting (b, c) 
with scene switch.

3.	Scene settings
a.  General Lighting:	 (a) 100%, (b) 0%, (c) 0%
b.  Projection:		  (a) 20%, (b) 75%, (c) 0%
c.  Conferencing:		 (a) 50%, (b) 50%, (c) 25%
d.  All Off:		  (a) 0%, (b) 0%, (c) 0%

4.	Auto Off all lighting and controlled receptacles within 20 minutes of 
occupants leaving.

SEQUENCE OF OPERATIONS

DESIGN CONSIDERATIONS

Wired

Wireless

AUTOMATIC DAYLIGHT RESPONSIVE 
CONTROLS REQUIRED WHERE GENERAL 
LIGHTING POWER IN THE SIDELIGHT AREA IS 
GREATER THAN 150W.

CTRL

CTRL

CTRL

CTRL

bb

bb bb bb

bb

aa aa

bb

cc

cc

bb
bb

a,b,ca,b,c

a,b,ca,b,c

TYPICAL - ALL RECEPTACLES IN THE ROOM ARE TO BE CONNECTED TO AN 
UNSWITCHED HOT AND SWITCHED HOT FOR RECEPTACLE SPLIT-CIRCUIT WIRING. 
PROVIDE A PERMANENT AND DURABLE MARKING FOR THE CONTROLLED 
RECEPTACLES AS  REQUIRED BY NFPA 70 SECTION 406.3(E).

LIGHTING BRANCH CIRCUIT
(UNSWITCHED HOT LEG)

RECEPTACLE BRANCH CIRCUIT
(HOT LEG)

SMALL
CONFERENCE

ROOM

https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/load-controllers/dlm-room-controller-1-relay-0-10v-dimming/p/lmrc-213?text=lmrc-213
https://www.legrand.us/lighting-controls-and-systems/occupancy-and-vacancy-sensors/ceiling-wall-mount-occupancy-sensors/dlm-dual-tech-ceiling-mount-sensor/p/lmdc-100?text=lmdc-100
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/personal-controls/dlm-scene-switch-5-button-w-ir/p/lmsw-105-w
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/load-controllers/dlm-plug-load-controller-20a-120v-60hz-on-off/p/lmpl-101?text=lmpl-101
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/cables/rj45-cables-6-in-to-100-ft-plenum-and-non-plenum-rated-green/p/lmrj-p50


WWW.LEGRAND.US/WATTSTOPPER11

ACHIEVING CODE COMPLIANCE WITH WATTSTOPPER® PRODUCTS

20
21

 IE
C

C
 C

O
M

PL
IA

N
T

BILL OF MATERIALS

PART NO. QTY DESCRIPTION 

LMRC-611MCC 3
Wireless 1-Relay Room 
Controller, 0-10V Dimming 
Metering, Contact Closure 

LMPX-600 1 Wireless PIR Corner/Wall 
Occupancy Sensor, Wide Lens

LMPL-611-20M 1 Wireless 1 Relay Plug Load 
Controller, Metering

LMSW-605 1 Wireless Digital 5-Button 
Scene Switch

CODE REQUIREMENTS

C405.2.1 Occupancy Sensor Control

C405.2.1.1 Manual On / Partial Auto On

C405.2.5 Specific Application Control

C405.2.6 Manual Control

C405.11 Auto Receptacle Control

Dimming with Wireless DLM product

•	 Time scheduling and remote programming functions are enabled by 
connectivity through using a LMBR-650 Border Router.

•	 To integrate occupancy detection control with the HVAC system, use 
contact outputs on the LMRC-611MCC. 

•	 System Configuration Tools:
	- Standalone rooms use the configuration application (Apple or Android)
	- Networked rooms (with the LMBR-650) can be configured using 

LMCS-100.

SEQUENCE OF OPERATIONS

DESIGN CONSIDERATIONS

SMALL CONFERENCE ROOM

1.	 General lighting (a) auto On to 50% lighting power and controlled 
receptacles auto On when occupancy detected. 

2.	Manual On/Off/Dim of general lighting (a) and down lighting (b, c) with 
scene switch.

3.	Scene settings
a.  General Lighting:	 (a) 100%, (b) 0%, (c) 0%
b.  Video:		  (a) 20%, (b) 75%, (c) 0%
c.  Conferencing:		 (a) 50%, (b) 50%, (c) 25%
d.  All Off:		  (a) 0%, (b) 0%, (c) 0%

4.	Auto Off all lighting and controlled receptacles within 20 minutes of 
occupants leaving.

Wired

Wireless

CTRL

CTRL

CTRL

CTRL

bb

bb bb bb

bb

aa aa

bb

cc

cc

bb
bb

aa

a,b,ca,b,c

cc

bb

SMALL
CONFERENCE

ROOM

RECEPTACLE BRANCH CIRCUIT
(HOT LEG)

LIGHTING BRANCH CIRCUIT
(UNSWITCHED HOT LEG)

TYPICAL - ALL RECEPTACLES IN THE ROOM ARE TO BE CONNECTED TO AN 
UNSWITCHED HOT AND SWITCHED HOT FOR RECEPTACLE SPLIT-CIRCUIT WIRING. 
PROVIDE A PERMANENT AND DURABLE MARKING FOR THE CONTROLLED 
RECEPTACLES AS  REQUIRED BY NFPA 70 SECTION 406.3(E).

AUTOMATIC DAYLIGHT RESPONSIVE CONTROLS REQUIRED WHERE 
GENERAL LIGHTING POWER IN THE SIDELIGHT AREA IS GREATER 
THAN 150W IN A PRIMARY ZONE OR 300W COMBINED IN A PRIMARY 
AND SECONDARY DAYLIGHT ZONE. 

https://www.legrand.us/lighting-controls-and-systems/power-packs-and-load-controllers/room-controllers/dlm-wireless-room-controller-1-relay-10a-metering-and-contact-closure/p/lmrc-611mcc
https://www.legrand.us/lighting-controls-and-systems/occupancy-and-vacancy-sensors/ceiling-wall-mount-occupancy-sensors/dlm-wireless-pir-corner-mount-occupancy-sensor-wide-angle-lens/p/lmpx-600
https://www.legrand.us/lighting-controls-and-systems/power-packs-and-load-controllers/plug-load-controllers/dlm-wireless-plug-load-20a-metered/p/lmpl-611-20m
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/personal-controls/dlm-wireless-5-button-wall-switch-white/p/lmsw-605-w
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CTRL

CTRL

CTRL

CTRL

CTRL

dd

dd

dd

dd

dd

dd cc

cc cc

cc cc

cc bb

bb

bb

bb

bb

bb

a,b,c,da,b,c,d

a,b,c,da,b,c,d

dz1dz1
dz2dz2

b,c,db,c,d

adz1adz1
adz2adz2

BILL OF MATERIALS

PART NO. QTY DESCRIPTION 

LMRC-213 1 3-Relay Room Controller, 0-10V 
Dimming

LMRC-112 1 2-Relay Room Controller, 0-10V 
Dimming 

LMDC-100 2 Ceiling Mount Dual Tech 
Occupancy Sensor

LMSW-105 2 5-Button Scene Switch

LMLS-500 1 Photosensor, Open Loop

LMPL-101 1 Plug Load Room Controller

LMDI-100 1 Serial Data (A/V) Interface

LMRJ A/R Pre-Terminated Cable

CODE REQUIREMENTS

C405.2.1 Occupancy Sensor Control

C405.2.1.1 Manual On / Partial Auto On

C405.2.4.2 Daylight Responsive Control

C405.2.5 Specific Application Control

C405.2.6 Manual Control

C405.11 Auto Receptacle Control

Dimming with Wired DLM Product
CONFERENCE ROOM

•	 Time scheduling, demand response and remote programming/diagnostic 
functions are enabled with installation of the LMBC-300 Network Bridge 
or LMBC-650 Wireless Bridge for system connectivity. 

•	 Automatic receptacle control can be designed using either an RF 
transmitter with receptacle RF receivers, or hardwired receptacles using 
an LMPL-101 Plug Load Room Controller.

•	 To integrate occupancy detection control with the HVAC System, use a 
LMRL-100 Isolated Relay Interface.

1.	 General lighting (a, adz1, adz2) auto On to 50% and controlled receptacles 
auto On when occupancy detected.

2.	Manual On/Off/Dim control of general lighting (a, adz1, adz2) and down 
lighting (b, c, d) with scene switches.

3.	Scene settings
a.  General Lighting:	 (a, adz1, adz2) 100%, (b) 0%, (c) 0%, (d) 0%
b.  Projection:		  (a, adz1, adz2) 0%, (b) 75%, (c) 50%, (d) 0%
c.  Conferencing:		 (a, adz1, adz2) 50%, (b) 50%, (c) 25%, (d) 50%
d.  All Off:		  (a, adz1, adz2) 0%, (b) 0%, (c) 0%, (d) 0%

4.	Lighting in primary (adz1) and secondary (adz2) daylight zones will 
continuously dim based on daylight contribution to maintain at least 35FC 
at task level.

5.	Auto off all lighting, controlled receptacles, A/V systems within 20 minutes 
of occupants leaving.

SEQUENCE OF OPERATIONS

DESIGN CONSIDERATIONS

Wired

Wireless

SERIAL DATA INTERFACE TO CONNECT THIRD PARTY 
SYSTEMS SUCH AS AV EQUIPMENT, SHADE CONTROLS ETC.

LIGHTING BRANCH CIRCUIT
(UNSWITCHED HOT LEG)
RECEPTACLE BRANCH CIRCUIT
(HOT LEG)

TYPICAL-ALL RECEPTACLES IN THE ROOM ARE TO BE 
CONNECTED TO AN UNSWITCHED HOT AND A SWITCHED 
HOT FOR RECEPTACLE SPLIT-CIRCUIT WIRING. PROVIDE 
A PERMANENT AND DURABLE MARKING FOR THE 
CONTROLLED RECEPTACLE AS REQUIRED BY NFPA 70 
SECTION 406.3(E).

CONFERENCE
ROOM

SIDELIGHT PRIMARY
DAYLIGHTING ZONE

SIDELIGHT SECONDARY
DAYLIGHTING ZONE

https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/load-controllers/dlm-room-controller-3-relay-0-10v-dimming/p/lmrc-213?text=LMRC-213
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/load-controllers/dlm-room-controller-2-relay-ko-0-10v-dimming-10a/p/lmrc-112?text=LMRC-112
https://www.legrand.us/lighting-controls-and-systems/occupancy-and-vacancy-sensors/ceiling-wall-mount-occupancy-sensors/dlm-dual-tech-ceiling-mount-sensor/p/lmdc-100?text=LMDC-100
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/personal-controls/dlm-scene-switch-5-button-w-ir-white/p/lmsw-105-w
https://www.legrand.us/lighting-controls-and-systems/daylight-sensors/indoor-photosensors/dlm-open-loop-multi-zone-dimming-or-on-off-photosensor/p/lmls-500?text=LMLS-500
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/load-controllers/dlm-plug-load-controller-20a-120v-60hz-on-off/p/lmpl-101?text=LMPL-101
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/interfaces-and-accessories/dlm-data-interface-usa/p/lmdi-100-u
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/cables/rj45-cable-50-ft-plenum-rated-green/p/lmrj-p50
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BILL OF MATERIALS

PART NO. QTY DESCRIPTION 

LMRC-611MCC 5
Wireless 1-Relay Room 
Controller, 0-10V Dimming 
Metering, Contact Closure

LMPC-600 2 Wireless PIR Corner/Wall 
Occupancy Sensor, Wide Lens

LMSW-605 2 Wireless 5-Button Dimming 
Switch

LMDL-600 1 Wireless 5-Button Dimming 
Switch

LMPL-611-20M 1 Wireless Photosensor, Open 
Loop

OPTIONAL

LMPC-600-RPM Recessed Plenum Mounting Kit

LMDL-600-RPM Recessed Plenum Mounting Kit

CODE REQUIREMENTS

C405.2.1 Occupancy Sensor Control

C405.2.1.1 Manual On / Partial Auto On

C405.2.4 Daylight Responsive Control

C405.2.5 Specific Application Control

C405.2.6 Manual Control

C405.11 Auto Receptacle Control

Dimming with Wireless DLM Product
CONFERENCE ROOM

Wired

Wireless

•	 Time scheduling and remote programming functions are enabled by 
connectivity through using a LMBR-650 Border Router.

•	 To integrate occupancy detection control with the HVAC system, use 
contact outputs on the LMRC-611MCC. 

•	 Automatic receptacle control can be designed using either an RF 
transmitter with receptacle RF receivers, or hardwired receptacles using 
the LMPL-611-20M Plug Load Room Controller.

•	 System Configuration Tools:
	- Standalone rooms use the configuration application (Apple or Android)
	- Networked rooms (with the LMBR-650) can be configured using 

LMCS-100.

1.	 General lighting (a, adz1, adz2) auto On to 50% lighting power and 
controlled receptacles auto On when occupancy detected.

2.	Manual On/Off/Dim control of general lighting (a, adz1, adz2) and down 
lighting (b, c, d) with scene switches.

3.	Scene settings
a.  General Lighting:	 (a, adz1, adz2) 100%, (b) 0%, (c) 0%, (d) 0%
b.  Projection:		  (a, adz1, adz2) 0%, (b) 75%, (c) 50%, (d) 0%
c.  Conferencing:		 (a, adz1, adz2) 50%, (b) 50%, (c) 25%, (d) 50%
d.  All Off:		  (a, adz1, adz2) 0%, (b) 0%, (c) 0%, (d) 0%

4.	Lighting in primary (adz1) and secondary (adz2) daylight zones will 
continuously dim based on daylight contribution to maintain at least 35FC 
at task level.

5.	Auto off all lighting, controlled receptacles, A/V systems within 20 minutes 
of occupants leaving.

SEQUENCE OF OPERATIONS

DESIGN CONSIDERATIONS

CONFERENCE
ROOM

TYPICAL-ALL RECEPTACLES IN THE ROOM ARE TO BE 
CONNECTED TO AN UNSWITCHED HOT AND A SWITCHED 
HOT FOR RECEPTACLE SPLIT-CIRCUIT WIRING. PROVIDE A 
PERMANENT AND DURABLE MARKING FOR THE CONTROLLED 
RECEPTACLE AS REQUIRED BY NFPA 70 SECTION 406.3(E).LIGHTING BRANCH CIRCUIT

(UNSWITCHED HOT LEG)

RECEPTACLE BRANCH CIRCUIT
(HOT LEG)

CONTACT CLOSURE TO THIRD PARTY SYSTEMS SUCH AS AV 
EQUIPMENT, SHADE CONTROLS ETC. OPTIONAL CONNECTION 
TO LMBR-650 FOR IP INTEGRATION.

CTRL

CTRL

CTRL

CTRL

CTRL

dd

dd

dd

dd

dd

dd cc

cc cc

cc cc

cc bb

bb

bb

bb

bb

bb

dz1dz1
dz2dz2

bb cc dd adz2adz2
a,b,c,da,b,c,d

a,b,c,da,b,c,d

adz1adz1

SIDELIGHT PRIMARY
DAYLIGHTING ZONE

SIDELIGHT SECONDARY
DAYLIGHTING ZONE

https://www.legrand.us/lighting-controls-and-systems/power-packs-and-load-controllers/plug-load-controllers/dlm-wireless-plug-load-20a-metered/p/lmpl-611-20m
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/interfaces-and-accessories/dlm-wireless-pir-ceiling-mount-occupancy-sensor-w-extended-range-lens/p/lmpc-600
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/personal-controls/dlm-wireless-5-button-wall-switch-white/p/lmsw-605-w
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/daylight-sensors/dlm-wireless-open-loop-photosensor-single-or-multi-zone/p/lmdl-600
https://www.legrand.us/lighting-controls-and-systems/power-packs-and-load-controllers/plug-load-controllers/dlm-wireless-plug-load-20a-metered/p/lmpl-611-20m
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/interfaces-and-accessories/recessed-plenum-mounting-kit-for-lmpc-600/p/lmpc-600-rpm?text=LMPC-600-RPM
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/daylight-sensors/dlm-plenum-recessed-mounting-kit-for-lmdl-600/p/lmdl-600-rpm?text=LMDL-600-RPM
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BILL OF MATERIALS

PART NO. QTY DESCRIPTION 

LMRC-101 2 1-Relay Room Controller

LMDC-100 2 Ceiling Mount Dual Tech 
Occupancy Sensor

LMRL-100 2 Isolated Relay Interface

LMRJ A/R Pre-Terminated Cable

CODE REQUIREMENTS

C405.2.1 Occupancy Sensor Control

On/Off Switching with Wired DLM Product
MULTI-STALL RESTROOM

•	 It is important that each restroom (men and women) operate 
independently and be isolated for correct auto configuration and operation 
of each independent exhaust fan. 

•	 The 2021 IECC allows restroom lighting to automatically turn On up to 
100% lighting power if and exempts manual control devices if desired in 
the design.

•	 Time scheduling, demand response and remote programming/diagnostic 
functions are enabled with installation of the LMBC-300 Network Bridge 
or LMBC-650 Wireless Bridge for system connectivity.

•	 To integrate occupancy detection control with the HVAC System, use a 
LMRL-100 Isolated Relay Interface.

1.	 For each restroom independently, lighting auto On to 100% and exhaust 
fan auto on when occupancy detected. 

2.	Auto Off all lighting and exhaust fans for each restroom independently 
within 20 minutes of occupants leaving.

SEQUENCE OF OPERATIONS

DESIGN CONSIDERATIONS

Wired

Wireless

LIGHTING BRANCH CIRCUIT
(UNSWITCHED HOT LEG)

MENS
RESTROOM

WOMENS
RESTROOM

https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/load-controllers/dlm-single-relay-room-controller-on-off-120-277v/p/lmrc-101?text=LMRC-101
https://www.legrand.us/lighting-controls-and-systems/occupancy-and-vacancy-sensors/ceiling-wall-mount-occupancy-sensors/dlm-dual-tech-ceiling-mount-sensor/p/lmdc-100?text=LMDC-100
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/interfaces-and-accessories/dlm-isolated-relay-interface/p/lmrl-100?text=LMRL-100
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/cables/rj45-cable-50-ft-plenum-rated-green/p/lmrj-p50
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BILL OF MATERIALS

PART NO. QTY DESCRIPTION 

LMRC-611MCC 2
Wireless 1-Relay Room 
Controller, 0-10V Dimming 
Metering, Contact Closure 

LMPC-600 4
Wireless PIR Ceiling 
Occupancy Sensor, Extended 
Lens

OPTIONAL

LMPC-600-RPM Recessed Plenum Mounting Kit

CODE REQUIREMENTS

C405.2.1 Occupancy Sensor Control

On/Off Switching with Wireless DLM Product

•	 It is important that each restroom (men and women) operate 
independently and be isolated for correct auto configuration and operation 
of each independent exhaust fan. 

•	 The IECC standard allows restroom lighting to automatically turn On up to 
100% lighting power.

•	 Time scheduling and remote programming functions are enabled by 
connectivity through using a LMBR-650 Border Router.

•	 System Configuration Tools:
	- Standalone rooms use the configuration application (Apple or Android)
	- Networked rooms (with the LMBR-650) can be configured using 

LMCS-100.

SEQUENCE OF OPERATIONS

DESIGN CONSIDERATIONS

MULTI-STALL RESTROOM

1.	 For each restroom independently, lighting auto On to 100% lighting power 
and exhaust fan auto on when occupancy detected. 

2.	Auto Off all lighting and exhaust fans for each restroom independently 
within 20 minutes of occupants leaving. 

Wired

Wireless

aa

aa

aa

aa

aa

aa
aa aa

aa aa

MENS
RESTROOM

WOMENS
RESTROOM

LIGHTING BRANCH CIRCUIT
(UNSWITCHED HOT LEG)

https://www.legrand.us/lighting-controls-and-systems/power-packs-and-load-controllers/room-controllers/dlm-wireless-room-controller-1-relay-10a-metering-and-contact-closure/p/lmrc-611mcc
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/interfaces-and-accessories/dlm-wireless-pir-ceiling-mount-occupancy-sensor-w-extended-range-lens/p/lmpc-600
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/interfaces-and-accessories/recessed-plenum-mounting-kit-for-lmpc-600/p/lmpc-600-rpm?text=LMPC-600-RPM
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Wired

Wireless

On/Off Switching with Wired DLM Product
BREAKROOM/KITCHEN

BILL OF MATERIALS

PART NO. QTY DESCRIPTION 

LMRC-101 1 1-Relay Room Controller

LMRC-102 1 2-Relay Room Controller

LMDW-102 1 2-Button Dual Tech Wall Switch 
Occupancy Sensor

LMSW-101 1 1-Button Digital Wall Switch

LMPL-101 1 Plug Load Room Controller

LMRJ A/R Pre-Terminated Cable

CODE REQUIREMENTS

C405.2.1 Occupancy Sensor Control

C405.2.1.1 Manual On / Partial Auto On

C405.2.5 Specific Application Control

C405.2.6 Manual Control

C405.11 Auto Receptacle Control

•	 A ceiling or corner mount occupancy sensor can be used instead of the wall 
switch occupancy sensor for larger rooms or to achieve a more specific area of 
occupancy detection coverage.

•	 Time scheduling, demand response and remote programming/diagnostic 
functions are enabled with installation of the LMBC-300 Network Bridge or 
LMBC-650 Wireless Bridge for system connectivity. 

•	 Automatic receptacle control can be designed using either an RF transmitter 
with receptacle RF receivers, or hardwired receptacles using an LMPL-101 Plug 
Load Room Controller.

•	 To integrate occupancy detection control with the HVAC System, use a LMRL-
100 Isolated Relay Interface.

1.	 General lighting (a) auto On to 50% and controlled receptacles auto On when 
occupancy detected.

2.	 Manual On/Off and 50% level control of general lighting (a, b) with wall switch 
occupancy sensor.

3.	 Manual On/Off control under cabinet lighting (c) with switch.
4.	 Auto off all lighting and controlled receptacles within 20 minutes of occupants 

leaving. 

SEQUENCE OF OPERATIONS

DESIGN CONSIDERATIONS

TYPICAL-RECEPTACLES NOTED WITH 
SUBSCRIPT "CTRL" ARE TO BE CONNECTED 
TO AN UNSWITCHED HOT AND A SWITCHED 
HOT FOR RECEPTACLE SPLIT-CIRCUIT WIRING. 
PROVIDE A PERMANENT AND DURABLE 
MARKING FOR THE CONTROLLED RECEPTACLE 
AS REQUIRED BY SECTION AS REQUIRED BY 
NFPA 70 SECTION 406.3(E).

RECEPTACLE BRANCH CIRCUIT
(HOT LEG)

LIGHTING BRANCH CIRCUIT
(UNSWITCHED HOT LEG)

CTRL

CTRL

CTRL CTRL

zz

cc

a,ba,b

a,ba,b

cc

AUTOMATIC DAYLIGHT RESPONSIVE CONTROLS 
REQUIRED WHERE GENERAL LIGHTING POWER 
IN THE SIDELIGHT AREA IS GREATER THAN 150W 
IN A PRIMARY ZONE OR 300W COMBINED IN A 
PRIMARY AND SECONDARY DAYLIGHT ZONE.

BREAKROOM

https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/load-controllers/dlm-single-relay-room-controller-on-off-120-277v/p/lmrc-101?text=LMRC-101
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/load-controllers/dlm-single-relay-room-controller-on-off-120-277v/p/lmrc-102?text=LMRC-102
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/occupancy-and-vacancy-sensors/dlm-dual-tech-2-button-wall-mount-sensor-w-ir-white/p/lmdw-102-w
https://www.legrand.us/lighting-controls-and-systems/lighting-control-panels/wall-controls/dlm-wall-switch-1-button-w-ir-white/p/lmsw-101-w
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/load-controllers/dlm-plug-load-controller-20a-120v-60hz-on-off/p/lmpl-101?text=LMPL-101
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/cables/rj45-cable-50-ft-plenum-rated-green/p/lmrj-p50


WWW.LEGRAND.US/WATTSTOPPER17

ACHIEVING CODE COMPLIANCE WITH WATTSTOPPER® PRODUCTS

20
21

 IE
C

C
 C

O
M

PL
IA

N
T

BILL OF MATERIALS

PART NO. QTY DESCRIPTION 

LMRC-611MCC 2
Wireless 1-Relay Room 
Controller, 0-10V Dimming 
Metering, Contact Closure 

LMPC-600 1
Wireless PIR Ceiling 
Occupancy Sensor, Extended 
Lens

LMDM-601 2 Wireless 1-Button Dimming 
Switch

LMPL-611-20M 1 Wireless 1 Relay Plug Load 
Controller, Metering

OPTIONAL

LMPC-600-RPM Recessed Plenum Mounting Kit

CODE REQUIREMENTS

C405.2.1 Occupancy Sensor Control

C405.2.1.1 Manual On / Partial Auto On

C405.2.5 Specific Application Control

C405.2.6 Manual Control

C405.11 Auto Receptacle Control

Dimming with Wireless DLM Product
BREAKROOM/KITCHEN

•	 Time scheduling and remote programming functions are enabled by 
connectivity through using a LMBR-650 Border Router.

•	 To integrate occupancy detection control with the HVAC system, use contact 
outputs on the LMRC-611MCC. 

•	 Automatic receptacle control can be designed using either an RF transmitter 
with receptacle RF receivers, or hardwired receptacles using an LMPL-611-20M 
Plug Load Room Controller.

•	 System Configuration Tools:
	- Standalone rooms use the configuration application (Apple or Android)
	- Networked rooms (with the LMBR-650) can be configured using 

LMCS-100.

1.	 General lighting (a) auto On to 50% and controlled receptacles auto On when 
occupancy detected.

2.	 Manual On/Off and 50% level control of general lighting (a) with wall switch 
dimmer.

3.	 Manual On/Off control under cabinet lighting (b) with switch.
4.	 Auto off all lighting and controlled receptacles within 20 minutes of occupants 

leaving. 

SEQUENCE OF OPERATIONS

DESIGN CONSIDERATIONS

Wired

Wireless

CTRL

CTRL

CTRL CTRL

aa bb

aa

bb

TYPICAL-ALL RECEPTACLES IN THE ROOM 
MARKED CTRL" ARE REQUIRED TO BE 
CONNECTED TO AN UNSWITCHED HOT AND A 
SWITCHED HOT FOR RECEPTACLE SPLIT-CIRCUIT 
WIRING. PROVIDE A PERMANENT AND DURABLE 
MARKING FOR THE CONTROLLED RECEPTACLE 
AS REQUIRED BY NFPA 70 SECTION 406.3(E).

RECEPTACLE BRANCH CIRCUIT
(UNSWITCHED HOT LEG)

LIGHTING BRANCH CIRCUIT
(UNSWITCHED HOT LEG)

AUTOMATIC DAYLIGHT RESPONSIVE CONTROLS 
REQUIRED WHERE GENERAL LIGHTING POWER 
IN THE SIDELIGHT AREA IS GREATER THAN 150W 
IN A PRIMARY ZONE OR 300W COMBINED IN A 
PRIMARY AND SECONDARY DAYLIGHT ZONE.

https://www.legrand.us/lighting-controls-and-systems/power-packs-and-load-controllers/room-controllers/dlm-wireless-room-controller-1-relay-10a-metering-and-contact-closure/p/lmrc-611mcc?text=LMRC-611MCC
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/interfaces-and-accessories/dlm-wireless-pir-ceiling-mount-occupancy-sensor-w-extended-range-lens/p/lmpc-600?text=LMPC-600
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/personal-controls/dlm-wireless-1-button-dimming-wall-switch-white/p/lmdm-601-w
https://www.legrand.us/lighting-controls-and-systems/power-packs-and-load-controllers/plug-load-controllers/dlm-wireless-plug-load-20a-metered/p/lmpl-611-20m
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/interfaces-and-accessories/recessed-plenum-mounting-kit-for-lmpc-600/p/lmpc-600-rpm?text=LMPC-600-RPM
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CTRL CTRL CTRL CTRL

CTRL

CTRL

CTRL

CTRL

CTRL

CTRL

CTRL

adz1adz1
adz2adz2

aa

zz

aa

a,ba,b

adz1adz1
adz2adz2

bb

BILL OF MATERIALS

PART NO. QTY DESCRIPTION 

LMRC-112 2 2-Relay Room Controller, 0-10V 
Dimming 

LMDC-100 2 Ceiling Mount Dual Tech 
Occupancy Sensor

LMDM-101 3 1-Button Dimming Wall Switch

LMPL-101 1 Plug Load Room Controller

LMLS-500 1 Photosensor, Open Loop

LMRJ A/R Pre-Terminated Cable

CODE REQUIREMENTS

C405.2.1 Occupancy Sensor Controls

C405.2.1.1 Manual On / Partial Auto On

C405.2.4.2 Daylight Responsive Controls

C405.2.5 Specific Application Controls

C405.2.6 Manual Controls

C405.11 Auto Receptacle Control

•	 Time scheduling, demand response and remote programming/diagnostic 
functions are enabled with installation of the LMBC-300 Network Bridge or 
LMBC-650 Wireless Bridge for system connectivity. 

•	 Automatic receptacle control can be designed using either an RF transmitter 
with receptacle RF receivers, or hardwired receptacles using an LMPL-101 Plug 
Load Room Controller.

•	 To integrate occupancy detection control with the HVAC System, use a LMRL-
100 Isolated Relay Interface.

1.	 General lighting (a, adz1, adz2) auto On to 50% and controlled receptacles auto 
On when occupancy detected. 

2.	 Manual On/Off/Dim of general lighting (a, adz1, adz2) with dimmer switches.
3.	 Manual On/Off/Dim white board lighting (b) with dimmer switch.  
4.	 Lighting in daylight zones (adz1, adz2) will continuously dim based on daylight 

contribution to maintain at least 35FC at task level.
5.	 Auto Off all lighting within 20 minutes of occupants leaving.

SEQUENCE OF OPERATIONS

DESIGN CONSIDERATIONS

Dimming with Wired DLM Product
CLASSROOM

Wired

Wireless

SIDELIGHT PRIMARY
DAYLIGHTING ZONE

SIDELIGHT SECONDARY
DAYLIGHTING ZONE

LIGHTING BRANCH CIRCUIT
(UNSWITCHED HOT LEG)

RECEPTACLE BRANCH CIRCUIT 
(HOT LEG)

TYPICAL-ALL RECEPTACLES IN THE ROOM ARE TO 
BE CONNECTED TO AN UN-SWITCHED HOT AND 
SWITCHED HOT FOR RECEPTACLE SPLIT-CIRCUIT 
WIRING. PROVIDE A PERMANENT AND DURABLE 
MARKING FOR THE CONTROLLED RECEPTACLE AS 
REQUIRED BY NFPA 70 SECTION 406.3(E).

AUTOMATIC DAYLIGHT RESPONSIVE CONTROLS 
REQUIRED WHERE GENERAL LIGHTING POWER IN 
THE SIDELIGHT AREA IS GREATER THAN 150W IN A 
PRIMARY ZONE OR 300W COMBINED IN A PRIMARY 
AND SECONDARY DAYLIGHT ZONE.

CLASSROOM

https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/load-controllers/dlm-room-controller-2-relay-ko-0-10v-dimming-10a/p/lmrc-112?text=LMRC-112
https://www.legrand.us/lighting-controls-and-systems/occupancy-and-vacancy-sensors/ceiling-wall-mount-occupancy-sensors/dlm-dual-tech-ceiling-mount-sensor/p/lmdc-100
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/personal-controls/dlm-dimming-wall-switch-1-paddle-w-ir-white/p/lmdm-101-w
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/load-controllers/dlm-plug-load-controller-20a-120v-60hz-on-off/p/lmpl-101?text=LMPL-101
https://www.legrand.us/lighting-controls-and-systems/daylight-sensors/indoor-photosensors/dlm-open-loop-multi-zone-dimming-or-on-off-photosensor/p/lmls-500?text=LMLS-500
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/cables/rj45-cable-50-ft-plenum-rated-green/p/lmrj-p50
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BILL OF MATERIALS

PART NO. QTY DESCRIPTION 

LMRC-611MCC 4
Wireless 1-Relay Room 
Controller, 0-10V Dimming 
Metering, Contact Closure

LMPX-600 2 Wireless PIR Corner/Wall 
Occupancy Sensor, Wide Lens

LMDM-601 3 Wireless 1-Button Dimming 
Switch

LMDL-600 1 Wireless Photosensor, Open 
Loop

LMPL-611-20M 1 Wireless 1 Relay Plug Load 
Controller, Metering

OPTIONAL

LMPC-600-RPM Recessed Plenum Mounting Kit

CODE REQUIREMENTS

C405.2.1 Occupancy Sensor Controls

C405.2.1.1 Manual On / Partial Auto On

C405.2.4 Daylight Responsive Control

C405.2.5 Specific Application Control

C405.2.6 Manual Control

C405.11 Auto Receptacle Control

Dimming with Wireless DLM Product
CLASSROOM

Wired

Wireless

CTRL CTRL CTRL CTRL

CTRL

CTRL

CTRL

CTRL

CTRL

CTRL

CTRL

bb

aa

adz2adz2

adz1adz1

aa

aa

bb

dz1,dz2dz1,dz2

•	 Time scheduling and remote programming functions are enabled by 
connectivity through using a LMBR-650 Border Router.

•	 To integrate occupancy detection control with the HVAC system, use contact 
outputs on the LMRC-611MCC. 

•	 Automatic receptacle control can be designed using either an RF transmitter 
with receptacle RF receivers, or hardwired receptacles using the LMPL-611-
20M Plug Load Room Controller.
	- Standalone rooms use the configuration application (Apple or Android)
	- Networked rooms (with the LMBR-650) can be configured using 

LMCS-100.

1.	 General lighting (a, adz1, adz2) auto On to 50% lighting power and controlled 
receptacles auto On when occupancy detected. 

2.	 Manual On/Off/Dim of general lighting (a, adz1, adz2) with dimmer switches.
3.	 Manual On/Off/Dim white board lighting (b) with dimmer switch.  
4.	 Lighting in daylight zones (adz1, adz2) will continuously dim based on daylight 

contribution to maintain at least 35FC at task level.
5.	 Auto Off all lighting and controlled receptacles within 20 minutes of occupants 

leaving.

SEQUENCE OF OPERATIONS

DESIGN CONSIDERATIONS

SIDELIGHT PRIMARY
DAYLIGHTING ZONE

SIDELIGHT SECONDARY
DAYLIGHTING ZONE

LIGHTING BRANCH CIRCUIT
(UNSWITCHED HOT LEG)

RECEPTACLE BRANCH CIRCUIT 
(HOT LEG)

TYPICAL-ALL RECEPTACLES IN THE ROOM ARE TO 
BE CONNECTED TO AN UN-SWITCHED HOT AND 
SWITCHED HOT FOR RECEPTACLE SPLIT-CIRCUIT 
WIRING. PROVIDE A PERMANENT AND DURABLE 
MARKING FOR THE CONTROLLED RECEPTACLE AS 
REQUIRED BY NFPA 70 SECTION 406.3(E).

AUTOMATIC DAYLIGHT RESPONSIVE CONTROLS 
REQUIRED WHERE GENERAL LIGHTING POWER IN 
THE SIDELIGHT AREA IS GREATER THAN 150W IN A 
PRIMARY ZONE OR 300W COMBINED IN A PRIMARY 
AND SECONDARY DAYLIGHT ZONE.

CLASSROOM

https://www.legrand.us/lighting-controls-and-systems/power-packs-and-load-controllers/room-controllers/dlm-wireless-room-controller-1-relay-10a-metering-and-contact-closure/p/lmrc-611mcc?text=LMRC-611MCC
https://www.legrand.us/lighting-controls-and-systems/occupancy-and-vacancy-sensors/ceiling-wall-mount-occupancy-sensors/dlm-wireless-pir-corner-mount-occupancy-sensor-wide-angle-lens/p/lmpx-600
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/personal-controls/dlm-wireless-1-button-dimming-wall-switch-white/p/lmdm-601-w
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/daylight-sensors/dlm-wireless-open-loop-photosensor-single-or-multi-zone/p/lmdl-600?text=lmdl-600
https://www.legrand.us/lighting-controls-and-systems/power-packs-and-load-controllers/plug-load-controllers/dlm-wireless-plug-load-20a-metered/p/lmpl-611-20m
https://www.legrand.us/lighting-controls-and-systems/digital-lighting-management/interfaces-and-accessories/recessed-plenum-mounting-kit-for-lmpc-600/p/lmpc-600-rpm?text=LMPC-600-RPM
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BUILDING CONTROL SYSTEMS
2240 Campbell Creek Blvd. #110
Richardson, Texas 75082
Tel: 800.879.8585
www.legrand.us


